NOTE: SHOCK ABSORBERS INSTALLED ABOVE CEILING SHALL BE POSITIONED IN ACCESSIBLE LOCATIONS
WITH ACCESS PANELS PROVIDED AS NEEDED. ALL SHOCK ABSORBERS INSTALLED WITHIN WALLS OR
CHASES SHALL BE PROVIDED WITH ACCESS PANELS TO ALLOW FOR VALVE CLOSURE AND REMOVAL
OF SHOCK ABSORBER,
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